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4368 (IN 77865)
1. DRAWINGS INDICATED IN REF ARE ON HAND BUT INADEQUATE
" DUE LACK OF DETAILS ON NUMEROUS MAJOR CHANGES SUCH AS RELOCATION

- OF DAY TANKS INSTALLATION OF ADDITIONAL AIR INTAKES ETC., WOULD
APPRECIATE YC)UR CORRECTING THESE 1963/64 VINTAGE DRAWINGS 1IN ORDER
THAT WE MAY PLAN CHANGES BASED ON YOUR CURRENT INSTALLATION,

2. R.EQUEST YOUR PRESENT LOAD IN KW AND/CONFIRM SIZE AND NUM-

'BER OF FEEDER CABLES BETWEEN POWER HOUSE AND TRANSM]TTER BUILDING,
INDICATE PERCENT CAPACITY FEEDER CABLES NOW OPERATING AT,

3. ACTION HAS BEEN INITIATED TO PROCURE REMO’]‘E RADIATOR RECD
KITS. WILL UPPLY ADDITIONAL DETAILS AS THEY BFCOMII. AVAILABg@
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